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FROM MALS DISTRIBUTION

374" X 10’ COPPERCLAD

SEE NOTE 5.

2" PVC CONDUIT W/POWER CABLES

PANEL.

END CONDUIT 2° QUTSIDE FACE
OF CONCRETE. DO NOT SEAL OPEN END.

GROUNDING ROD (TYPICAL OF 21

AT THRESHOLD BAR, TIES MAY BE ADJUSTED

TO ACCOMMODATE LIGHT BASE INSTALLATION.

MAXIMUM SPACING 18", O.C.

#4 GRADE 60 REINFORCEMENT

Jg BAR (TYPICAL). SEE NOTE 4.
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CONCRETE FOUNDATION REINFORCEMENT DETAILS

ELEVATION VIEW
STEADY-BURNING LIGHT BAR

AT RUNWAY THRESHOLD (STATION O+05)

( ) DETAIL
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SCALE I[N FEET

300W, 120V PAR-56 STEADY-BURNING LAMP
WITH GREEN FILTER (TYPICAL OF 18). SEE
DETAIL "4*, DWG ARR-D-MALSR33-EO!
AND NOTES 8, 9, AND IO FOR DETAILS

FAA-FURNISHED
LAMP HOLDER

-0t \

2" EMT CONDUIT
(LENGTH AS
REQUIRED).

SEE NOTE L

2" GALVANIZED
RIGID STEEL CONDUIT
COUPLING (TYPICAL).

SEE NOTE 2.—0____

PROVIDE

AROUND
COVER.

1/4" AIR GAP

2" PVC CONDUIT
W/POWER CABLES
FROM MALS
DISTRIBUTION PANEL

\“2' PYC CONDUIT (TYPICAL)

2° PYC CONDUIT BETWEEN
LIGHT BASES (TYPICAL)

REINFORCED CONCRETE FOUNDATION
PER DETAIL "2° SEE NOTES 1, 3, AND 4.

FAA-FURNISHED
LAMP HOLDER

VEGA #2020-20
COVER PLATE,
TOP SHALL BE
FLUSH WITH TOP
OF CONCRETE.

FAA-FURNISHED
LAMP HOLDER

VEGA #605
GASKET

TOP OF CONCRETE
F 8UEDATION. SEE.
l

~-#4 GRADE 60 REINFORCEMENT

BAR (TYPICAL). SEE NOTE 4.
#3 GRADE 60 TIES (TYPICAL),
NOTE 4

SEE

SEE NOTES 3 AND 4
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T\ SAWCUT CONTRACTION
JOINT AT EACH SURFACE

\LZ' GALVANIZED RIGID STEEL

CONDUIT (TYPICAL)
————*FLEX CONNEX* GROMMETS
{TYPICAL)

TYPICAL LIGHT BASE AND CONDUIT INSTALLATION DETAILS

( : )DETAIL
0 1

PENETRATION, SEE NOTE 10.

TYPICAL CONTRACTION JOINT DETAILS

( :)DETAIL

SCALE IN

FEET

NOTES:

1. SEE DWG ARR-D-MALSR33-COIFOR LAMP CENTERLINE AND

3. SEE PROJECT SPECIAL PROVISIONS FOR EXCAVATION AND BACKFILL

4, SEE PROJECT SPECIAL PROVISIONS FOR CONCRETE FORM WORK,

8. SEE DETAIL °F,

9. SEE DETAIL *4*, DWG ARR-D-MALSR33-EOIFOR THRESHOLD

ANGRNGA
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FOUNDATION TOP ELEVATIONS.

RIGID STEEL COUPLINGS SHALL BE INSTALLED PLUMB. THE
TOP _OF THE COUPLING SHALL PROTRUDE 1/4' ABOVE THE TOP
OF THE CONCRETE FOUNDATION. INSTALL A SHORT NIPPLE
INSIDE THE RIGID STEEL COUPLING TQ PROVIDE A STOP FOR
THE FRANGIBLE COUPLING SO THAT THE TOP THREAD OF THE
FRANGIBLE COUPLING IS EXPOSED ABOVE THE RIGID STEEL
COUPLING, TIGHTEN FRANGIBLE COUPLING AGAINST SHORT
NIPPLE TO PREVENT ROTATION OF THE LAMPHOLDER,

SEE SECTION i3A.2d OF THE SPECIFICATION FAA-GL-91BC.

REQUIREMENTS. EXCAVATION SHALL BE SHORED OR SHAPED PER OSHA
REQUIREMENTS.

REINFORCEMENT, MATERIAL, PLACEMENT, AND CURING
SPECIFICATIONS.

ALL CONNECTIONS TO GROUNDING RODS SHALL BE MADE USING

EXOTHERMIC WELDS PER SPECIFICATIONS. q

GREEN GLASS FILTER SHALL BE INSTALLED PER NOTE 8 AND
DETAIL *4°, DNG ARR-D-MALSR33-EOL

LAMPHOLDER RETAINING RINGS SHALL BE INSTALLED ON
THE PAR~56 LAMPHOLDERS. SEE NOTE § AND DETAIL *4,
DWG ARR-D-MALSR33-EOI

DWG ARR-D-MALSR33-EOIFOR THRESHOLD
BAR WIRING DETAILS.

BAR PAR-56 LAMPHOLDER ASSEMBLY DETAILS.

1/4° WIDE X 1/2" DEEP CONTRACTION JOINTS SHALL BE

SAWCUT INTO THE SURFACE OF THE THRESHOLD BAR
FOUNDATION AT LOCATIONS SHOWN, AND SEALED.

by

CONTRACTOR SHALL SUBMIT REOUES¥S FOR
APH |

ITEMS SHOWN
SPECIAL SPECIFICATIONS.
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